Sludge from wastewater treatment plants in five Swedish pulp and paper mills has been burned together with wood in a circulating fluidised bed (CFB) boiler. The sludge was either mechanically dewatered or pre-dried. The mechanically dewatered sludge had to be fed with a pump, but the pre-dried sludge could be fed by the fuel feed system normally used for coal, wood chips or wood pellets. In parallel to the combustion tests in the CFB boiler the sludges were also investigated as single fuels in a small laboratory FB.
INTRODUCTION
The use of land filling as a means of deposition of pulp&paper mill sludge is becoming more difficult because of increasing environmental demands on disposal sites. Lack of suitable locations for disposal sites and increasing costs for preparation makes land filling an expensive alternative in the future. Thermal treatment could be a better solution to the problem. With a proper technology the energy content can be recovered, and in the case of co-combustion with coal an effective reduction of the CO 2 emission is achieved. Combustion of pulp&paper mill sludge in fluidised bed boilers has been demonstrated in a number of publications [1] [2] [3] [4] [5] [6] [7] . The sludge was either burned as a single fuel [1] , together with coal [3] [4] [5] [6] , or biomass [2] or other refuse derived fuels [7] . Unlike the situation described in these papers, where only one type of sludge was studied at the time, here results are presented from different kinds of pulp&paper mill sludges. The selection of sludges aimed at achieving a difference in, for example, the content of nitrogen, sulphur and chlorine and to study the corresponding emissions.
The Fuels
The wood pellets were produced from saw dust (pine) by "AB Svensk Brikettenergi". The sludges originated from wastewater treatment plants of five Swedish pulp and paper mills. The sludge consists mainly of three fractions: pure fibre sludge, sludge produced by chemical precipitation or by a biological cleaning step. Depending on the arrangement in the mills, each of the six different sludges in the test program was either a mixture of fibre sludge and chemically precipitated sludge, or pure fibre sludge or pure biological sludge. From Table 1 the origin of sludges is declared together with their properties related to combustion. One of the sludges was predried, while the other five were mechanically dewatered to various moisture contents, as can be seen in Table 1 . In order to feed the wet sludge cake into the boiler a sludge pump (a development of a piston pump normally used for cement) was installed in the research facility.
Experimental Procedure
The operating conditions of the tests are given in Table 2 (pre-dried sludge) and Table 3 (wet sludges). The arrangements of the research boiler allows to keep the operating conditions similar in all tests, only changing the amount of sludge added and type of sludge. It is possible to feed higher fractions of predried sludge than mechanically dewatered sludge, as reflected in the test series with Sludge 1 (Table 2) compared to the wet  sludges of Table 3 . The operating conditions were chosen to represent a typical case of a CFB boiler with a bottom bed temperature of 850 °C, an excess air ratio of 1.2, splitting of air supply into primary and secondary air, inlet of secondary air at 2.2 meter and a load corresponding to a fluidising velocity of 5 m/s at the top of the combustion chamber. No lime was added to the combustion chamber, and the emissions of sulphur dioxide (SO 2 ) and hydrogen chloride (HCl) reach values that reflect the concentrations of sulphur and chlorine in the fuel.
Measurements of Emissions
Emissions were recorded in the flue gas duct ahead of the flue gas fan by three independent gas-analysing systems. The first system, A (Figure 3 ) consists of at set of analysers that measure the emissions of SO 2 , nitric oxide (NO), nitrous oxide (N 2 O) and carbon monoxide (CO) on dry flue gases. The second set of analysers, B (Figure 4 ) is similar to the first one. These analysers are normally used for analysing gases sampled from the furnace, but they can be operated in parallel with the A-system as a backup and check. In the B system a total hydrocarbon analyser, equipped with a flame ionisation detector (FID), is included. The third system consists of an online Fourier Transform Infra-Red (FTIR) analyser, Figure 5 . This instrument is developed for flue gases from a waste incinerator and hot combustion gases (200°) are withdrawn from the flue gas duct to analyse gases like ammonia, (NH 3 ), HCl and hydrogen fluoride (HF) without any condensation of moisture. Apart from these three gases NO, SO 2 , CO, N 2 O and NO 2 are also measured by the FTIR and for some of the gases (NO, SO 2 , N 2 O and CO) a comparison of the results from the various analysis systems is possible. The gas analysis system used in the laboratory tests is similar to those at the CFB boiler. This allows a comparison between the units as well.
RESULTS

Predried Pulp and Paper Sludge
The results from burning the pre-dried sludge (Sludge 1) are given in Figures 6-8 . Figure 6 focuses on the nitrogen compounds. Table 1 shows that the nitrogen content in Sludge 1 (1.34%) is much higher (15 times) than that of the wood pellets (0.09%). This increase in the amount of nitrogen when feeding sludge into the boiler is reflected in a subsequent increase of various nitrogen-containing species in the stack, as seen in Figure 6 , mainly as NO, and to some extent N 2 O, but not as NO 2 or NH 3 . The trends for NO and N 2 O are verified by the independent analysers. NO is better analysed with the chemiluminescence instrument, while N 2 O is better represented by FTIR. This is because the cross-sensitivities arising from CO, CO 2 , H 2 O and SO 2 are better eliminated in the FTIR than by a standard analyser. Also sulphur and chlorine are present in higher concentrations in the sludge than in the pellets. No actions, like lime supply to the furnace or hydrated lime to the bag filter, were taken to capture these species and they end up as emissions, Figure 7 , 8. However, calcium is supplied with the ash (Table 1) , corresponding to a molar ratio of Ca/S between 0.8-1.3 in the three tests, and a mass balance shows that some sulphur is captured by this natural source of calcium. The increase of SO 2 in the stack is so large that the precalibrated range of the FTIR was exceeded. Therefore, the online ultraviolet (UV) analyser follows the actual SO 2 concentration better, while a deviation from this curve is seen for the FTIR at higher concentrations. There is a difference in the trends of HF and HCl, Figure 8 . HF remains almost constant at levels close to the detection limit for the FTIR analyser, whereas the HCl concentration rises. CO and total hydrocarbons (HC-tot.) both indicate a reasonable degree of burnout, but the CO emission increases with the ratio of sludge. The pre-dried sludge (Sludge 1) contained a high fraction of fines, causing spikes in CO and HC-tot. that increased with the sludge ratio and resulted in a rise in the average CO emission. The CO and HC-tot. spikes are illustrated in Figure 9 , showing a transient from the lowest feed rate of sludge to the highest.
Wet Pulp and Paper Sludge
Wet sludge was fed into the boiler by the sludge pump. The pump worked best with sludge from the biological treatment step used to produce Sludge 3.This sludge is similar to sludge produced in municipal sewage wastewater treatment plants [8] and forms a toothpaste-like medium that does not get stuck in the cylinders of the piston pump, the heart of the sludge feed arrangement. Fibre sludge, on the other hand, could not be fed through the sludge pump, and instead this material had to be introduced using a fuel hopper and a screw feeder, originally built for saw dust. The other sludges, mixtures of fibre and chemically precipitated sludges, were fed by the sludge pump. Their viscosity is higher than that of sludge from a biological treatment step, but not as high as that of pure fibre sludge, and some difficulties arose during feeding of these mixed sludges, such as blocking of the feeding system. However, these problems could be overcome.
The nitrogen content of wet sludge (Sludge 2,4,5,6) is similar (approx. 0.5%) and much less than in the dried sludge (Sludge 1). This lower nitrogen content in combination with lower feed ratios of wet sludge leads to a smaller increase of the NO emission, Figure 10 . Wet sludge 3 has the highest nitrogen content and resulted in the largest increase of NO. In general, the N 2 O emissions are low, Figure 11 . The increase in N 2 O due to wet sludge follows a similar pattern as that of NO, largest increase for sludge 3 and much less for the others. The emissions of the two remaining nitrogen species, NO 2 and NH 3 , Figure 12 and 13, are very low and not changing with the sludge feed ratios. The next species of interest is HCl, Figure  14 . The largest increase of HCl was measured in the case of fibre sludge. This increase has no coupling to the higher chlorine content of the sludge, Table 1 . Another aspect of the HCl emission is related to the sludge 4 and 5. Two test series were performed, the only difference being the use of ironaluminiumsulphate (AVR) as precipitation agent in the first test and polyaluminiumchloride (PAC) in the second. This leads to an increase in the chlorine concentration in the sludge with a factor of 5, Table 1 and higher levels of HCl in the stack. The consequence of changing precipitation agent was not important, though, since the reference level without a chlorine containing precipitation agent is very low. There is also an influence from the alkali metals, potassium (K) and sodium (Na), as indicated in the lower emissions with sludge 3 in spite of higher chlorine content than that from sludge 5 when PAC was used. Table 1 reveals that both K and Na are present in higher concentrations in the ash from sludge 3, and these species can result in the formation of the salts KCl and NaCl, preventing the chloride from being emitted as HCl.
The SO 2 emissions are shown in Figure 15 . The high sulphur content of the sludges 4 and 5 correlates well with the large increase of its SO 2 emission. The SO 2 emissions are very similar in the two test series with sludge 4 and 5 despite the non-sulphur precipitation agent used in the second series. This means that the dominant sulphur source is the wastewater process itself and the choice of precipitation agent is of minor importance when the pulp and paper process produces concentrations of sulphur in the sludge above 2% on dry basis. The second highest sulphur content is found in sludge 3. Despite some calcium added with the ash, an increase of the emission cannot be avoided, Figure 15 . The influence of natural addition of calcium with the fuel ash is seen for the sludge 2. The sulphur concentration in the fuel is twice as high as in the fibre sludge (Sludge 6), Table 1 , but the emission of SO 2 is lower for sludge 2 thanks to the high Ca/S molar ratio of 5. The fibre sludge (Sludge 6) only has a Ca/S molar ratio of 1.4. Obviously, the Ca content in the ash has to be taken into account when discussing the effect of sulphur content in the sludge and the emission of SO 2 . This aspect favours the use of fluidised beds over grate combustors, since in fluidised bed boilers sulphur can be captured in the combustion process.
In contrast to the dry sludge, the wet sludge does not cause any spikes of CO and total hydrocarbons in the exiting flue gases. The reason is that the sludge is fed as a cake that is smoothly added into the particle seal of the boiler ((4) Figure  1 ), serving as a pre-combustion chamber, and then further to the main combustion chamber. The dry sludge, on the other hand, is fed into the furnace through the standard fuel chute ((7) Figure 1 ), where fines are entrained by the combustion gas. Wet sludge combustion with wood pellets as base fuel is not only free from spikes of CO and hydrocarbons but also the average levels of these gases are low, Figures 16,17 . The total hydrocarbon concentration is at the lower limit of the analyser (≈ 1 ppm), and the CO concentrations are below 20 mg /m 3 n . Also the concentration of HF was on the limit of the resolution of the FTIR analyser (≈ 1 ppm). As a matter of fact, a slight decrease of the HF concentration recorded may be linked to an unknown cross-sensitivity in the FTIR analyser, Figure 18 .
Tests in the Laboratory Unit
The tests in the laboratory unit were carried out with one fuel at the time. The influence of higher nitrogen, sulphur and chlorine contents in the fuel in relation to the "clean" wood pellets should therefore be more clearly seen than in the corresponding tests in the CFB boiler where no tests with 100% sludge were carried out. As illustrated in Figures 19-21 , many of the trends, seen in the large-scale tests, are confirmed in the laboratory unit: 1) The NOx emission increases when substituting wood pellets with sludge, Figure 19 . Sludge 3 with the highest nitrogen content leads to the highest NOx emission also in the laboratory unit. 2) For sulphur the highest Figure  20 . The influence of changing the precipitation agent in the wastewater cleaning plant was small also in the laboratory unit. There is almost no difference in SO 2 emissions and a measurable increase of the HCl emission with PAC produced sludge but from a low level, Figure 21 .
CONCLUSIONS
The following conclusions can be made: • Six pulp&paper mill sludges of various origin and type have been burned together with wood pellets in a CFB boiler. The combustion was carried out without problem.
• Feeding of the sludge into the furnace could be a major problem in connection to combustion, but such problems can be avoided using suitable fuel feed systems.
• A sludge pump is one possibility to feed mechanical dewatered sludge, especially if the sludge is produced in a biological cleaning step, but such a pump does not work properly with sludge that mainly consists of fibres.
• Pre-dried sludge may give rise to spikes of CO and hydrocarbon emissions if the fuel contains too large a fraction of fines. In such cases attention has to be paid to the method of fuel feeding.
• The content of sulphur, nitrogen and chlorine in the sludge influences the emissions markedly when sludge is cocombusted with a "clean" base fuel, such as wood pellets.
• All sludges tested contain higher concentrations of nitrogen than the wood pellets. The NO emission dominates among the four nitrogen species measured (NO, NO 2 , N 2 O, NH 3 ) and increases with the ratio of sludge.
• All sludges contain higher concentrations of sulphur than wood pellets. This leads to higher emissions of SO 2 at higher feed ratios of sludge. The calcium content in the sludge may mitigate this effect, as demonstrated by sludge 2. In most cases this will not be sufficient to prevent the SO 2 emission to reach a level above the legalisation level, and active actions like lime addition to the fluidized bed or hydrated lime to a bag filter are required.
• Substitution of ironaluminiumsulphate (AVR) as precipitation agent with a species not containing sulphur like polyaluminiumchloride (PAC) did not significantly change the sulphur content of the sludge.
• The use of PAC in sludge 5 increases the chlorine content of the sludge. This has a marginal effect on the HCl emission.
• Some aspects of substitution of wood pellets with sludge were confirmed in a laboratory-scale reactor.
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